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NERC Propose Standards for Control and Reserves 
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Reserves Types and  

Corresponding Planning Standards 

Generation-Load 

Requirements 
Balancing Control Types and  

Corresponding Control Standards 

NOTE: CERTS interpretation of propose NERC control and reserves standards as of  11/11/11 

For Tertiary Control 

Reserves BAL-012/013 


